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1. PROVIDE ENGRAVED LEGEND PLATES FOR DEVICES WITH WORDING AS INDICATED IN QUOTES. 6 o SPARE
2. CONTRACTOR SHALL PROGRAM TIMER TO TURN LIGHTS ON AT 15 MINUTES PRIOR TO SUNSET AND \
OFF AT 10 MINUTES PRIOR TO SUNRISE. —

3. ASTRONOMICAL DATA FOR DECATUR, ILLINOIS:

LATITUDE: N 39" 51
LONGITUDE: W 88 57

4. SIZE CIRCUIT BREAKERS AND FUSES LARGER AS NEEDED.

5. PROVIDE PHOTOCELL OVERIDE INPUT TO TIME SWITCH ACCORDING TO MANUFACTURERS
INSTRUCTIONS. PROVIDE WIRING FROM POLE A3 PHOTOCELL TO CONTROLLER. SEE SHEET 22.
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POWER WIRING AS POSSIBLE. SEE
SPECIFICATIONS.
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